Ambulance Corps

47 Main Street?

Primary Use: Ambulance
Gross Floor Area: 1200 ft2

Metrics Summary

Dec 2016 / Nov 2022

Metric # (Energy (Energy Change @
Baszeline) Current)

ENERGY STAR Score (1-100) Mot Available Mot Available A
Source EUI {kBiu/fft®) 2473 2342 -1310

! : - (-5.30%)
Site EUI (kBiu/ft%) 155.9 1586 2.70 (1.70%)
Total (Location-Bazed) GHG 0g ag -0.20
Emissions Intensity (kgCO2e/ft) : : (-2.00%)
Water Use (All Water Sources) -56.80
(kgal) na 150 (-79.10%)

Energy Use by Calendar Month (Not Weather Normalized) for
Ambulance Corp
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Water Use by Calendar Month (Not Weather Normalized) for
Ambulance Corp
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Hook and Ladder Company #1
50 Main Street
Primary Use: Fire Station

Gross Floor Area: 9,000 ft2

Metrics Summary

. Dec 2016 {Energy MNov 2022
Metric # Baszeline) 4 (Energy Current) Change @
ENERGY STAR Score (1-100) Mot Available Mot Available MNiA
Source EUI (kBtu/fi®) 70.4 7ro 850
' ’ ’ (9.40%)
Site EUI (kBtuffi®) 62.5 68.7 &.20
fle EUI (kBtu/fF) : ' (9.90%)
Total {Location-Based) GHG 34 37 0.20
Emissions Intensity (kgCO2e/ft™) ' ’ (B.50%)
Water Use (All Waler Sources) 3470
{kagal) 4.9 728 (77.30%)

Energy Use by Calendar Month (Not Weather Normalized) for Hook
and Ladder Co. #1
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Water Use by Calendar Month (Not Weather Normalized) for Hook
and Ladder Co. #1
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James Harmon Community Center

44 Main Street
Primary Use:

Gross Floor Area:

Site Energy (kBtu)

Community Center
17,000 ft2

Metrics Summary

Dec 2016 / Nov 2022 /
Metric # (Energy (Energy Change @
Baszeline) Current)
ENERGY STAR Score (1-100) Mot Available Mot Available Mi&
Source EUIL (kBlufft®) 176.3 2048 2830
: ’ ) (16.10%)

Site EUI (kBiufft?) 101.4 119.8 1540

ite EUI (kBIu/ft') ' : [18.10%)
Total (Location-Based) GHG 56 78 1.20
Emissions Intensity (kgCO2e/f%) : : (18.20%)
Water Use (All Waler Sources) -16.00
(kgal) 828 468 (-25.50%)

Energy Use by Calendar Month (Not Weather Normalized) for James
Harmon Community Center
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Water Use by Calendar Month (Not Weather Normalized) for James
Harmon Community Center
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Protection Engine Company #1
573 Warburton Avenue
Primary Use: Fire Station

Gross Floor Area: 5,125 ft2

Metrics Summary

Dec 2016 / Nov 2022
Metric # {Energy (Energy Change @
Baseline) Current)
EMERGY STAR Score (1-100) Mot Available Mot Available MiA
. -0.50
Source EUI {kBtufit™) 926 921 (-0.50%)
Site EUI (kBtu/ft™) 39.9 316 1179
ite EUI (KBt/fE) : ' (29.30%)
Total (Localion-Based) GHG 30 34 0.40
Emissions Intensity (kgCO2e/f™) . : {13.30%)
Water Use [All Waler Sources) -14.80
(kgal) 2 143 (-51.00%)

Energy Use by Calendar Month (Not Weather Normalized) for
Protection Engine Co. #1
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Water Use by Calendar Month (Not Weather Normalized) for
Protection Engine Co. #1
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The Hastings-on-Hudson Public Library
7 Maple Avenue
Primary Use: Public Library

Gross Floor Area: 13,225 ft2

Metrics Summary

Dec 2016 / Nov 2022 /

Metric & (Energy (Energy Change @
Baseline) Current)
EMERGY STAR Score (1-100) Mot Available Mot Available MiA
; - -36.70

Source EUI (kBtuifi*) 1751 135.4 (-21.00%)

; . -12.70
Site EUI (kBiuffts) 97.6 349 (-13.00%)
Total (Location-Based) GHG 74 54 -2.00
Emissions Intensity (kgCO2e/f™) . : (-27.00%)
‘Water Use (All Water Sources) -T7.30
(kgal) fe0.0 nz7 (-40.70%)

Energy Use by Calendar Month (Not Weather Normalized) for Public
Library
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Water Use by Calendar Month (Not Weather Normalized) for Public
Library
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Department of Public Works Garage
69 Southside Avenue
Primary Use: Garage

Gross Floor Area: 12,000 ft2

Metrics Summary

. Dec 2016 (Energy Nov 2022
Metric / Baselineg) / (Energy Current) Change L2
EMERGY STAR Score (1-100) Mot Available Mot Available MNIA
Source EUI {kBiu/ft*) 67.1 104.7 70
' ' ’ (56.00%)
Site EUI (kBiu/ft=) 49.0 311 =10
! : : (65.50%)
Total {Locafion-Based) GHG ag 47 1.80
Emissions Intensity (kgCO2e/ft=) ) ’ (62 109%)
Water Use (All Water Sources) 46.40
(kgal) 83 1257 (58 50%)

Energy Use by Calendar Month (Not Weather Normalized) for Public

Works Garage
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Water Use by Calendar Month (Not Weather Normalized) for Public
Works Garage
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Riverview Manor Hose Company #3
83 Euclid Avenue
Primary Use: Fire Station

Gross Floor Area: 1,900 ft2

Metrics Summary

Dec 2016 Naov 2022
Metric # (Energy (Energy Change @
Baszeline) Current)
EMERGY STAR Score (1-100) Mot Available Mot Available MiA
. 41.60

Source EUI (kBiu/fi) 1901 2317 (21.90%)

) . 27 .40
Site EUI (kBiuffi) 1259 1533 (21 80%)
Total {Localion-Based) GHG 77 a4 1.70
Emissions Intensity (kgCO2eifts) ’ ) (22.10%)
‘Water Use (All Waler Sources) -12.50
(kgal) 518 381 (-24.20%)

Energy Use by Calendar Month (Not Weather Normalized) for
Riverview Manor Hose Co. #3
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Water Use by Calendar Month (Not Weather Normalized) for
Riverview Manor Hose Co. #3
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Uniontown Hose Company #2

25 Rose Street
Primary Use:

Gross Floor Area:

Fire Station
5,565 ft2

Metrics Summary

— Dee 2016 (et
EMERGY STAR Score (1-100) Mot Available
Source EUI {kBtuft™) 107.3

Site EUI (kBtu/ft*) 67.8

Total {Location-Based) GHG

Emissions Intensity (kgCO2eM=) 4.3
Water Use (All Waler Sources)
{kgal) 43 4

Nov 2022
{Energy Current)

Mot Available

179.3

6.1

5.8

Change ﬂ'

[L1EY

72.00

(B7.10%)
0.30 (0.40%)

1.30

(30.20%)

5.00
{-10.10%)

Energy Use by Calendar Month (Not Weather Normalized) for
Uniontown Hose Co. #2
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Village Hall Municipal Building
7 Maple Avenue
Primary Use: Offices, Court Room, Police Station, Gallery

Gross Floor Area: 8,700 ft2

Metrics Summary

) Dec 2016 (Energy Mowv 2022
Metric / Baseline) / {Energy Current) Change o
EMERGY STAR Score (1-100) Mot Available Mot Available NiA
Source EUI (kBtufi®) 2327 2299 =280
! - ’ (-1.20%)
Site EUI (kBiu/f) 136.1 136.0 010
l - ’ (-0.10%)
Total {Location-Based) GHG 0.2 ag -1.40
Emissions Intensity (kgCO2e/ft?) : . (-13.70%)
Water Use (All Water Sources) 16.80
{kgal) 1309 1477 (12.80%)

Energy Use by Calendar Month (Not Weather Normalized) for Village

Hall
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Water Use by Calendar Month (Not Weather Normalized) for Village
Hall
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